
  January 7, 2004 

Energy Plan Review – Preliminary Checklist 
 
Please make sure the following items are included in the DSA Energy Plan Review submittal 
package. 
 

 Transmittal letter listing the items required below, and included in the package.  
Please note contact person with e-mail and telephone number. 

 EnergyPro electronic file – File should include inputs and Title 24 compliance report 
for each building.  For relocatable classrooms, a run must be provided for every 30 
degrees of orientation, in each climate zone requested.  Modeling for climate zones 
14, 15 & 16 will cover all other climate zones. 

 Hardcopy of the EnergyPro report entitled “Title 24 Report” which should include, at 
least, the following information: 
o Cover Page 
o Table of Contents 
o Nonresidential Performance Title 24 Forms 

 PERF – 1 
 ENV – 1 
 LTG – 1 
 MECH – 1, 2, and 3 

o ENV – 3.  Proposed Construction Assembly (if not using CEC default values) 
o ENV – MM.  Envelope Mandatory Measures 
o LTG – MM.  Lighting Mandatory Measures 
o MECH – MM.  Mechanical Mandatory Measures 

 Page 1 of the EnergyPro “Performance Certificate of Compliance” should have the 
correct “Climate Zone” and should be signed and dated by the Documentation 
Author and by the applicable Principal Designers. 

 Project Specification documents, including cut sheets for the mechanical, lighting, 
and glazing components. 

 Blueprints should include the following information. 
o Cover/Title Sheet should have: 

 “Applicable Codes” – Title 24, Part 6, 2001. 
 All EnergyPro PERF forms (Parts 1, 2, and 3) signed by applicable 

Documentation Author and Principal Designers. 
o Principal Designers should be the same shown on the EnergyPro “Certificate of 

Compliance.” 
o Architectural sheets should have the following: 

 Window/Door Schedule with statements of type of glazing, U-factor and 
SHCG if not NFRC label.  If NFRC label, specifications should be 
included with blueprints. 

 Wall, floor, and roof assembly drawings with insulation values, stud size 
and type, and O.C.  

 Title 24 Envelope forms – ENV -1 and ENV - 3 forms. 
 Title 24 Envelope Mandatory Measures – ENV-MM form. 

o Electrical sheets should have the following: 
 Lighting Fixture Schedule. 
 Title 24 Lighting forms – LTG-1. 
 Title 24 Lighting Mandatory Measures – LTG-MM form. 

o Mechanical sheets should have the following: 
 Mechanical Equipment Schedule 
 Title 24 MECH – 1. 
 Title 24 Mandatory Measures – MM form.  


